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PLUMBING FIXTURE SCHEDULE

SOIL OR | MINIMUM COLD HOT
MARK DESCRIPTION ACCESSORIES IASTE VENT TRAP WATER WATER REMARKS
FLUSHMETER WATER CLOSET. LOW CONSUMPTION (1.6 gpf), WHITE VITREOUS CHINA, EXTRA HEAVY DUTY WHITE ELONGATED INJECTION MOLDED HIGH IMPACT SOLID PLASTIC WITH ANTIMICROBIC
WC—1 FLOOR MOUNTED, ADA COMPLIENT, 1 1/2" TOP SPUD, ELONGATED BOWL, 12" ROUGH-IN, COMPO’L’JND OPEN FRONT SEAT, INTEGRAL MOLDED BUMPERS, CONCEALED CHECK & STAINLESS STEEL HINGE 4 " INTEGRAL 1” _ BOWL RIM AT 17 1/2" ABOVE FINISHED FLOOR
"WOHLER” MODEL NO. K—4368. POST, "KOHLER” MODEL NO. K—4666—CA. CHROME PLATED ANGLE STOP, FLEXIBLE TUBE & ESCUTCHEON.
FLUSHMETER SHALL BE EXPOSED, NON—HOLD OPEN HANDLE, ESCUTCHEON, "SLOAN” MODEL NO. 100—1.6.
FAUCET: ADA COMPLIANT, SINGLE LEVER CONTROL, CHROME PLATED, 4" CENTER SET, KOHLER MODEL NO.
WHITE VITREOUS CHINA, ADA WALL MOUNTED W/CARRIER, 4" CENTERS, FRONT OVERFLOW, | K—15182-F—CP. 17 GA. CHROME PLATED TAILPIECE, 17 GAUGE 1 1/4” 0.D. TUBULAR BRASS P-TRAP & RV R IRV Ry 1/2" 1/2" BASIN RIM AT 34" ABOVE FINISHED FLOOR
LAV=2 | “KOHLER” MODEL NO. K—2005. ESCUTCHEONS, CHROME PLATED ANGLE STOPS, FLEXIBLE TUBES & ESCUTCHEONS, UNDER LAVATORY
PROTECTIVE PIPE COVERS ON DRAIN & WATER SUPPLY PIPES.
) DUAL HANDLE CONCEALED MOUNT MIXING FAUCET, 8” CENTER SET, CHROME PLATED SWING SPOUT WITH
SINGLE BOWL, 20 GAUGE STAINLESS STEEL TYPE 304, SELF—RIMMING, BOWL SIZE 14” x A A
o o L s - o™ 0t ey| RESTRICTED FLOW AERATOR, BRASS BASE, REPLACEABLE VALVE CARTRIDGE, 1/2" IP CONNECTIONS — ELKAY
S—1 /& x T, , 31/ ’ MODEL NO. LKD2437BH, STRAINER BASKET WITH 3 1/2” OPENING (4—1/2" TOP DIA) 304 TYPE STANLESS | 1 1/2° | 11/2° | 11/2" 1/2" 1/2" SINK RIM FLUSH WITH COUNTERTOP
%‘%R?%?W OUTSIDE EDGE OF SINK, BOWL TO BE SOUND DEADENED — ELKAY MODEL | o1ep STRAINER WITH RUBBER STOPPER WITH 1 1/2" 0.D. STAINLESS STEEL TAILPIECE — ELKAY MODEL NO.
: LK35B, CHROME PLATED ANGLE STOPS, FLEXIBLE TUBES & ESCUTCHEONS
WATER CLOSET
LAVATORY
SINK
—o0— ——| TEE - UP, BRANCH OUT OF TOP
= & | TEE - DOWN, BRANCH OUT OF BOTTOM
— o EBow-up
— 5| EBow - powN
— o5 | RISE OR DROP
— | cAP ON END OF PIPE
—@— | BALL vALVE
() NEW TO EXISTING CONNECTION
LAB BIB
PLUMBING PIPING DESIGNATIONS SYMBOLS
SOIL, WASTE OR LEADER (ABOVE GRADE)
SOIL, WASTE OR LEADER (BELOW GRADE)
e — — — VENT
- COLD WATER
- HOT WATER
HOT WATER RETURN

SYMBOLS — REFERENCE "ASHRAE FUNDAMENTALS HANDBOOK”
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